














  easure, Building 5 Area Project
 

Interim Corrective Measure, Building 5 Area Pr
Aeration Leg Flow Adjustment Using Dwyer Series 471 Thermo-Anemome

Date and Time: May 7, 2013, 1:30 PM (Final Measurements)

Valve Tag No. Velocity Meas. Air Flow
(fpm) (cfm)

BV-1 296 6.8
BV-2 438 10.0
BV-3 389 8.9
BV-4 358 8.2
BV-5 534 12.2
BV-6 568 13.0
BV-7 316 7.2
BV-8 433 9.9
BV-9 174 4.0
BV-10 357 8.2
BV-11 335 7.7
BV-12 259 5.9
BV-13 466 10.7
BV-14 115 2.6
BV-15 521 11.9
BV-16 206 4.7
BV-17 152 3.5
BV-18 359 8.2
BV-19 246 5.6
BV-20 Water  
BV-21 432 9.9
BV-22 443 10.1
BV-23 258 5.9
BV-24 467 10.7
BV-25 375 8.6
BV-26 377 8.6
BV-27 281 6.4

Total Flow (cfm): 210
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